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" DRAWINGS TO BE TAKEN AS PART OF A COMPLETE DOCUMENTS SET. CONTRACTOR TO CONFIRM ALL ITEMS REQUIRED TO BE
PURPOSE: THE PUBLIC BUILDINGS AMENDMENT ACT OF 1988, PUBLIC LAW (PUB. L.) 100-678 REQUIRES FEDERAL AGENCIES TO FOLLOW NATIONAL RECOGNIZED "MODEL" BUILDING CODES. DEMOLISHED AND EXTENT OF DEMOLITION BASED UPON THE OVERALL DESIGN INTENT OF THE ENTIRE DOCUMENT SET.
THE FEDERAL PARTICIPATION IN THE DEVELOPMENT AND USE OF VOLUNTARY STANDARDS, OFFICE OF MANAGEMENT AND BUDGET (OMB) CIRCULAR A-119, REQUIRES ALL EXECUTIVE
AGENCIES TO RELY ON VOLUNTARY STANDARDS, BOTH DOMESTIC AND INTERNATIONAL, WHENEVER FEASIBLE, AND TO PARTICIPATE IN VOLUNTARY STANDARD BODIES. VERIFY ALL EXISTING CONDITIONS PRIOR TO BEGINNING ANY DEMOLITION WORK T CONFIRM ACCURACY IN DRAWINGS. REPORT ANY
2. :
GENERAL: VA HAS ADOPTED THE LATEST EDITION OF THE FOLLOWING CODES AND STANDARDS AS A MINIMUM FOR ALL PROJECTS PERFORMED IN THE MODERNIZATION, ALTERATION, DISCREPANCIES TO ARCHITECT. DO NOT SCALE THE DRAWINGS. FIELD VERIFY ALL DIMENSIONS AND EXISTING STRUCTURAL CONDITIONS.
ADDITION, OR IMPROVEMENT OF ITS REAL PROPERTY AND THE CONSTRUCTION OF NEW STRUCTURES. VA DESIGN MANUALS AND MASTER SPECIFICATIONS SPECIFY OTHER CODES AND
¢ CENTERLINE STANDARDS THAT VA FOLLOWS ON ITS PROJECTS:
. VA DIRECTIVES, DESIGN MANUALS, MASTER SPECIFICATIONS, VA NATIONAL CAD STANDARD APPLICATION GUIDE, AND OTHER GUIDANCE ON THE TECHNICAL INFORMATION LIBRARY 3. R R R LS AN D WARNIN G et O D A DSy o T R O DAGVIDE D PRGOFMS.
(TIL) (HTTP/WWW.CFM.VA.GOV/TIL/). ENCLOSURES TO SEPARATE WORK AREAS FROM THE EXISTING FACILITIES.
{}X"X"— ELEVATION INDICATOR . INTERNATIONAL BUILDING CODE (IBC) (ONLY WHEN SPECIFICALLY REFERENCED IN VA DESIGN DOCUMENTS, SEE NOTES BELOW)
. ALL MATERIAL DEVELOPED AND ACCUMULATED DURING DEMOLITION, UNLESS OTHERWISE NOTED TO BE REUSED. SALVAGED, OR TURNED
: NFPA 101 LIFE SAFETY CODE (SEE NOTES BELOW) 4. OVER TO THE OWNER, SHALL BECOME THE PROPERTY OF THE CONTRACTORS AND RECYCLED OR DISPOSED OF OFF-SITE. REMOVAL OF
TRASH AND DEBRIS SHALL BE IN WHEELED CONTAINER THAT IS COVERED TO PREVENT AIRBORNE DUST/DIRT PARTICLES FROM
_ MATCH LINE ) NFPA NATIONAL FIRE CODES WITH THE EXCEPTION OF NFPA 5000 AND NFPA 900 TRANSFERRING INTO EXISITING HOSPITAL ALONG THE PATH OF REMOVAL. ALL TRASH AND DEBRIS TO BE REMOVED ON A DAILY BASIS.
. OCCUPATIONAL, SAFETY AND HEALTH ADMINISTRATION (OSHA) STANDARDS.
. VA SEISMIC DESIGN REQUIREMENTS, H-18-8 5 DURING DEMOLITION, PROVIDE PROTECTION FOR ALL EXISITING SURFACES AND CONSITIONS TO REMAIN IN PLACE DURING THE
BREAK, STRAIGHT (SEE SECTION INDICATORS, RENOVATION WORK. SHOULD ANY DAMAGE OCCUR, PATH AND REPAIR ANY DAMAGE TO ADJACENT FINISHED TO MATCH EXISTING.
, BUILDING, WITH BREAK STANDARDS) . NATIONAL ELECTRICAL CODE (NEC)
P . INTERNATIONAL PLUMBING CODE (IPC)
( > : SAFETY CODE FOR ELEVATORS AND ESCALATORS, AMERICAN SOCIETY OF MECHANICAL ENGINEERS (ASME) A 17.1. 6. A A A e D IO T S & OR OWNER EQUIPMENT SHALL BE REPARIED OR REPLACED BACKTO ITS ORIGINAL CONDITIONS AT
/00 — DETAIL INDICATOR . ASME BOILER AND PRESSURE VESSEL CODE
\AT01)/ . ASME CODE FOR PRESSURE PIPING 7 COVER ALL RETURN AIR GRILLS WITHIN THE AREA OF CONSTRUCTION TO PREVENT PARTICULATE MATERIAL FROM EXHAUSTING INTO
o ) . ARCHITECTURAL BARRIERS ACT ACCESSIBILITY STANDARDS (ABAAS) INCLUDING VA SUPPLEMENT, BARRIER FREE DESIGN GUIDE (PG-18-13)
| DETAIL INDICATOR : BUILDING CODE REQUIREMENTS FOR REINFORCED CONCRETE, AMERICAN CONCRETE INSTITUTE AND COMMENTARY (ACI 318)
\ATo1) L . MANUAL OF STEEL CONSTRUCTION, LOAD AND RESISTANCE FACTOR DESIGN SPECIFICATIONS FOR STRUCTURAL STEEL BUILDINGS, AMERICAN INSTITUTE OF STEEL 8. R A AL e DR N G A N D et AL L B T ORARILY Sl oL 2 SR eToE D AT LI GHTING LEVELS
CONSTRUCTION (AISC) FOR CONSTRUCTION. '
. ENERGY POLICY ACT OF 2005 (EPACT
m ELEVATION INDICATOR . ( )
. DOE INTERIM FINAL RULE: ENERGY CONSERVATION STANDARDS FOR NEW FEDERAL, COMMERCIAL AND MULTI-FAMILY HIGH-RISE RESIDENTIAL BUILDINGS AND NEW LOW-RISE . CONTRACTOR TO DEMO ALL FIXTURES, CEILING, MECHANICAL. PLUMBING AND ELEGTRICAL AS REQUIRED TO COMPLETE THE SCOPE OF
RESIDENTIAL BUILDINGS, 10 CFR PARTS 433, 434 AND 435. VORK OUTLINED W HIN THE CONSIRUGTION
. FEDERAL LEADERSHIP IN HIGH PERFORMANCE AND SUSTAINABLE BUILDINGS: MEMORANDUM OF UNDERSTANDING (MOU)
11/2" , .
1 DIMENSION LINE : EXECUTIVE ORDER 13423: STRENGTHENING FEDERAL ENVIRONMENTAL, ENERGY, AND TRANSPORTATION MANAGEMENT. 10, ANY ASBESTOS ABATEMENT TO BE CARRIED OUT BY OWNER
. THE PROVISIONS FOR CONSTRUCTION AND SAFETY SIGNS. STATED IN THE GENERAL REQUIREMENTS SECTION 01010 OF THE VA MASTER CONSTRUCTION SPECIFICATION.
N L]
I BUILDING SECTION INDICATOR . VENTILATION FOR ACCEPTABLE INDOOR AIR QUALITY — ASHRAE STANDARD 62.1- 2004. 1, REPORT ANY MISSING OR DAMAGED FIREPROOFING TO THE COR.
. SAFETY STANDARD FOR REFRIGERATION SYSTEMS — ASHRAE STANDARD 15 — 2007.
LOCAL CODES: AS AN AGENCY OF THE FEDERAL GOVERNMENT, VA IS NOT SUBJECT TO LOCAL IMPOSITION OF CODE ENFORCEMENT PROCEDURES (DRAWING REVIEWS, BUILDING PERMITS,
Room Name ROOM NAME, INSPECTIONS, FEES, ETC.). VA MUST FUNCTION AS THE AUTHORITY HAVING JURISDICTION (AHJ) AND THUS HAS THE RESPONSIBILITY TO GUARD PUBLIC HEALTH AND SAFETY THROUGH
NUMBER AND ENFORCING ITS ADOPTED CODES. HOWEVER, LOCAL AUTHORITIES SHOULD BE NOTIFIED ABOUT PLANNED PROJECTS AND GIVEN OPPORTUNITY TO REVIEW DRAWINGS PROVIDED THAT VA
150 SF SQUARE FEET DOES NOT PAY FOR REVIEW OR INSPECTION FEES.
NOTES:
1, NFPA 101 PRIMARILY ADDRESSES LIFE SAFETY AND FIRE PROTECTION FEATURES WHILE THE IBC ADDRESSES A WIDE RANGE OF CONSIDERATIONS, INCLUDING, BUT NOT LIMITED
(0) COLUMN GRID TO, STRUCTURAL STRENGTH, SEISMIC STABILITY, SANITATION, ADEQUATE LIGHT AND VENTILATION, AND ENERGY CONSERVATION. VA BUILDINGS MUST MEET THE REQUIREMENTS OF NFPA
D 101 AND DOCUMENTS REFERENCED BY NFPA 101 IN ORDER TO COMPLY WITH THE ACCREDITATION REQUIREMENTS OF THE JOINT COMMISSION. THEREFORE, DESIGNS SHALL COMPLY ENERAL NOTE
WITH THE REQUIREMENTS OF THE LATEST EDITION OF NFPA 101 AND DOCUMENTS REFERENCED THEREIN. DESIGN FEATURES NOT ADDRESSED BY NFPA 101 OR DOCUMENTS G L 0 S
REFERENCED THEREIN SHALL COMPLY WITH THE REQUIREMENTS OF THE LATEST EDITION OF THE IBC OR AS OTHERWISE ADDRESSED ABOVE IN THIS PROGRAM GUIDE. FOR DESIGN
FEATURES THAT ARE ADDRESSED BY BOTH THE IBC AS WELL AS NFPA 101 OR A DOCUMENT REFERENCED BY NFPA 101, THE REQUIREMENTS OF NFPA 101 OR THE DOCUMENT
® EVNOTE REFERENCED BY NFPA 101 SHALL BE USED EXCLUSIVELY (THIS APPLIES EVEN IF THE IBC REQUIREMENTS ARE DIFFERENT).
2. CONFLICTS BETWEEN NATIONALLY RECOGNIZED CODES AND STANDARDS AND VA REQUIREMENTS — SHOULD A CONFLICT EXIST BETWEEN VA REQUIREMENTS AND VA ADOPTED
NATIONALLY RECOGNIZED CODES AND STANDARDS, THE CONFLICT SHALL BE BROUGHT TO THE ATTENTION OF VA. THE RESOLUTION OF THE CONFLICT SHALL BE MADE BY THE AUTHORITY
HAVING JURISDICTION FOR VA TO ENSURE A CONSISTENCY SYSTEM WIDE.
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GENERAL DEMOLITION NOTES DEMOLITION KEYNOTES CEILING SYM BOLS
1. Coordinate with Facility Infection Control Manager to maintain appropriate
temporary construction barriers, contractor access and transportation of debris @ SALVAGE SIGNAGE FOR RE-USE.
through facility.
vy o RETURN AIR GRILLE
o . . (2) REMOVE EXISTING TOILET PARTITIONS 2'x2'ACT CEILING
2. Remove all toilet fixtures, accesories, stalls, and other apputenances in rooms
indicated on plans.
a. All fixtures, stalls and other apputenances are property of the @ REMOVE EXISTING WALLS TO ACCOMODATE NEW CONSTRUCTION SUPPLY AIR GRILLE
Owner. Coordinate with Facility Maintenance to determine their reuse or disposal. GYP. BD. CEILING
functionatlls,tate All items retained for Owner's use shall be turned over in a clean, @ REMOVE PLUMBING FIXTURES TO ACCOMODATE NEW
' CONSTRUCTION. REF PLUMBING EXHAUST AIR GRILLE
3. Remove all existing wall and floor finishes in rooms indicated on plans. Existing 2 X4 LIGHT FIXTURE
finishes are ceramic wall tile and ceramic floor tile and base unless noted @ REMOVE TOILET ACCESSORIES TO ACCOMODATE NEW
otherwise. CONSTRUCTION. o 8" DOWNLIGHT - $+®$f EXIT LIGHT
RECESSED CAN
4. Patch and match surrounding materials where items are removed from walls,
floors, and ceilings. @ REMOVE COUNTERTOPS TO BE REPLACED WITH NEW
. . NOTE: ALL CEILINGS IN THIS AREA TO BE 9'-0" A.F.F. UNLESS NOTED OTHERWISE.
5. Prepare all surfaces as necessary to recieve new finishes. @
REMOVE EXISTING DOOR AND HARDWARE
6. Refer to Mechanical, Plumbing and Electrical drawings for additional information.
7. Access to exits shall be maintained at all times. NOTE: ALL CEILINGS WITHIN SCOPE OF WORK TO BE REMOVED AND REPLACED
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GENERAL DEMOLITION NOTES DEMOLITION KEYNOTES
1. Coordinate with Facility Infection Control Manager to maintain appropriate @ SALVAGE SIGNAGE FOR RE-USE.
temporary construction barriers, contractor access and transportation of debris
through facility. (2) REMOVE EXISTING TOILET PARTITIONS CEILING SYMBOLS
2. Remove all toilet fixtures, accesories, stalls, and other apputenances in rooms
indicated on plans. @ REMOVE EXISTING WALLS TO ACCOMODATE NEW CONSTRUCTION
o C?' g tAII f.|t>;1tuFresl,|_tstal\l/Ils _art1d other ?pguienance?hare propertyc?f the I 2'x 2' ACT CEILING RETURN AIR GRILLE
wner. Coordinate with Facility Maintenance to determine their reuse or disposal.
b. All items retained for Owner's use shall be turned over in a clean, @ g(E)'\NAg'\I'/}EUPCI:_'IL'JIgE”\IIQCI;EIElI)D(I-_rLLJJI\F/{IEﬁ\J-(gO ACCOMODATE NEW
functional state. ' GYP. BD. CEILING SUPPLY AIR GRILLE
3. Remove all existing wall and floor finishes in rooms indicated on plans. Existing @ REMOVE TOILET ACCESSORIES TO ACCOMODATE NEW
finishe§ are ceramic wall tile and ceramic floor tile and base unless noted CONSTRUCTION. EXHAUST AIR GRILLE
otherwise. 2 X 4 LIGHT FIXTURE
4. Patch and match surrounding materials where items are removed from walls, @ REMOVE COUNTERTOPS TO BE REPLACED WITH NEW
floors, and ceilings. 5 8" DOWNLIGHT - 4, GOt EXITLIGHT
RECESSED CAN
5. Prepare all surfaces as necessary to recieve new finishes. @ REMOVE EXISTING DOOR AND HARDWARE SS
6. Refer to Mechanical, Plumbing and Electrical drawings for additional information. NOTE: ALL CEILINGS IN THIS AREA TO BE 9-0" A.F.F. UNLESS NOTED OTHERWISE.
7. Access 1o exits shall be maintained at all times. NOTE: ALL CEILINGS WITHIN SCOPE OF WORK TO BE REMOVED AND REPLACED
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GENERAL DEMOLITION NOTES

1. Coordinate with Facility Infection Control Manager to maintain appropriate
temporary construction barriers, contractor access and transportation of debris
through facility.

2. Remove all toilet fixtures, accesories, stalls, and other apputenances in rooms
indicated on plans.

a. All fixtures, stalls and other apputenances are property of the
Owner. Coordinate with Facility Maintenance to determine their reuse or disposal.

b. All items retained for Owner's use shall be turned over in a clean,

functional state.

3. Remove all existing wall and floor finishes in rooms indicated on plans. Existing
finishes are ceramic wall tile and ceramic floor tile and base unless noted
otherwise.

4. Patch and match surrounding materials where items are removed from walls,
floors, and ceilings.

5. Prepare all surfaces as necessary to recieve new finishes.

6. Refer to Mechanical, Plumbing and Electrical drawings for additional information.

7. Access to exits shall be maintained at all times.

DEMOLITION KEYNOTES

(1) SALVAGE SIGNAGE FOR RE-USE.

@ REMOVE EXISTING TOILET PARTITIONS

@ REMOVE EXISTING WALLS TO ACCOMODATE NEW CONSTRUCTION

@ REMOVE PLUMBING FIXTURES TO ACCOMODATE NEW
CONSTRUCTION. REF PLUMBING

@ REMOVE TOILET ACCESSORIES TO ACCOMODATE NEW
CONSTRUCTION.

@ REMOVE COUNTERTOPS TO BE REPLACED WITH NEW

@ REMOVE EXISTING DOOR AND HARDWARE

NOTE: ALL CEILINGS WITHIN SCOPE OF WORK TO BE REMOVED AND REPLACED

CEILING SYMBOLS

2'x 2" ACT CEILING

GYP. BD. CEILING

2 X 4 LIGHT FIXTURE

O 8" DOWNLIGHT -
RECESSED CAN

HO!

RETURN AIR GRILLE

SUPPLY AIR GRILLE

EXHAUST AIR GRILLE

EXIT LIGHT

NOTE: ALL CEILINGS IN THIS AREA TO BE 9'-0" A.F.F. UNLESS NOTED OTHERWISE.
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GENERAL DEMOLITION NOTES
DEMOLITION KEYNOTES
1. Coordinate with F.acility Ipfection Control Manager to maintain appropriate .
Eﬁ;gﬁg%agcﬁmr;'structlon barriers, contractor access and transportation of debris @ SALVAGE SIGNAGE FOR RE-USE. CEILING SYM BOLS
2. Remove all toilet fixtures, accesories, stalls, and other apputenances in rooms @ REMOVE EXISTING TOILET PARTITIONS
e P fitures, stalls and ofh { rty of th 2'x 2 ACT CEILING RETURNAIR GRILLE
a. ixtures, stalls and other apputenances are property of the
Owner. Coordinate with Facility Maintenance topzetermine their rF;uspe orYdisposaI. @ REMOVE EXISTING WALLS TO ACCOMODATE NEW CONSTRUCTION
b. All items retained for Owner's use shall be turned over in a clean,
functional state. (4) REMOVE PLUMBING FIXTURES TO ACCOMODATE NEW GYP. BD. CEILING SUPPLY AIR GRILLE
- - . . - CONSTRUCTION. REF PLUMBING
3. Remove all existing wall and floor finishes in rooms indicated on plans. Existing
finishes are ceramic wall tile and ceramic floor tile and base unless noted EXHAUST AIR GRILLE
i REMOVE TOILET ACCESSORIES TO ACCOMODATE NEW
otherwise. @ CONSTRUGTION. 2 X4 LIGHT FIXTURE
4. Patch and rpatch surrounding materials where items are removed from walls, . EXIT LIGHT
floors, and ceilings. (6) REMOVE COUNTERTOPS TO BE REPLACED WITH NEW o eVl HO
5. Prepare all surfaces as necessary to recieve new finishes.
6. Refer to Mechanical, Plumbing and Electrical drawings for additional information. (7) REMOVE EXISTING DOOR AND HARDWARE NOTE: ALL CEILINGS IN THIS AREA TO BE 9-0" A.F.F. UNLESS NOTED OTHERWISE.
7. Access to exits shall be maintained at all times.
NOTE: ALL CEILINGS WITHIN SCOPE OF WORK TO BE REMOVED AND REPLACED
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GENERAL DEMOLITION NOTES

1. Coordinate with Facility Infection Control Manager to maintain appropriate
temporary construction barriers, contractor access and transportation of debris
through facility.

2. Remove all toilet fixtures, accesories, stalls, and other apputenances in rooms
indicated on plans.

a. All fixtures, stalls and other apputenances are property of the
Owner. Coordinate with Facility Maintenance to determine their reuse or disposal.
b. All items retained for Owner's use shall be turned over in a clean,

functional state.

3. Remove all existing wall and floor finishes in rooms indicated on plans. Existing
finishes are ceramic wall tile and ceramic floor tile and base unless noted
otherwise.

4. Patch and match surrounding materials where items are removed from walls,
floors, and ceilings.

5. Prepare all surfaces as necessary to recieve new finishes.
6. Refer to Mechanical, Plumbing and Electrical drawings for additional information.

7. Access to exits shall be maintained at all times.

DEMOLITION KEYNOTES

SALVAGE SIGNAGE FOR RE-USE.

REMOVE EXISTING TOILET PARTITIONS

REMOVE EXISTING WALLS TO ACCOMODATE NEW CONSTRUCTION

REMOVE PLUMBING FIXTURES TO ACCOMODATE NEW
CONSTRUCTION. REF PLUMBING

REMOVE TOILET ACCESSORIES TO ACCOMODATE NEW
CONSTRUCTION.

REMOVE COUNTERTOPS TO BE REPLACED WITH NEW

SIOICORIONONONS

REMOVE EXISTING DOOR AND HARDWARE

NOTE: ALL CEILINGS WITHIN SCOPE OF WORK TO BE REMOVED AND REPLACED

CEILING SYMBOLS

2'x 2" ACT CEILING

GYP. BD. CEILING

2 X4 LIGHT FIXTURE

8" DOWNLIGHT -
RECESSED CAN

HO!

RETURN AIR GRILLE

SUPPLY AIR GRILLE

EXHAUST AIR GRILLE

EXIT LIGHT

NOTE: ALL CEILINGS IN THIS AREA TO BE 9'-0" A.F.F. UNLESS NOTED OTHERWISE.
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TOILET ACCESSORY SCHEDULE
/— WALL TO BE IN ACCORDANCE
TAG Qry DESCRIPTION MANUFACTURER MOUNTING HEIGHT rd WITH UL-419 1HR. (SEE PARTITION TYPE)
o/
DC 31 Horizontal, Wall-Mounted Baby Changing Station BOBRICK KB200-SS 42-1/4" AFF.
PTD1 7 Recessed Convertible Automatic, Universal Roll Towel DispenserWaste Receptacle BOBRICK B3974 42" AFF. TOBOTTOM OF TOWEL DISPENSER @ 16" O.C.
3'_4“
PTD2 16 Surface Mounted Convertible Automatic, Universal Roll Towel Dispenser/Waste Receptacle BOBRICK B3979 42" AF.F.TOBOTTOM OF TOWEL DISPENSER 2 3-0° / W
. H.M. FRAME
PTD3 21 Semi-Recessed Convertible Paper Towel Dispenser/Waste Receptacle BOBRICK B3942 42" AF.F.TOBOTTOM OF TOWEL DISPENSER N
/
/ /
GBI 66 Straight Grab Bar-42" BOBRICK B5806-42 36" AFF. TO CENTERLINE S H.M. DOOR
7/
/
N B2 4 Straight Grab Bar--36" BOBRICK B5806-36 36" AFF. TO CENTERLINE 7
, |
TPD 52 Surface-Mounted Multi-Roll Toilet Tissue Dispenser BOBRICK B2888 18" AFF. TOBOTTOM o g
7/
/
- i . " /
) a7 Surface-Mounted Soap Dispenser BOBRICK B-2111 18" AFF. TO BOTTOM y A ( TYP) H E AD D ET Al L
/
ya 3" = 1!_0"
7/
/
/
/
/
i /
&= 4
Rog
PLUMBING FIXTURE SCHEDULE ~ .
AN
TYPE COUNT DESCRIPTION MANUFACTURER N H.M. FRAME
AN
AN
ADATOILET 18" SEAT HEIGHT 43 TOILET + FLUSHOMETER COMBINATION WITH HIGHLINE® FLOOR-MOUNT BOWL, 1.28 GPF MANUAL FLUSHOMETER AND STRONGHOLD® SEAT KOHLER >
AN DBL. STUDS BACK TO BACK—\\
AN
URINAL 8 URINAL + FLUSHOMETER COMBINATION WITH BARDON™ WALL-MOUNT URINAL AND 0.5 GPF MANUAL FLUSHOMETER KOHLER N \ ol JAMB ANCHOR
N I I
AN
27"X20" LAVATORY 49 MORNINGSIDE™ 20" x 27" MOUNTED/CONCEALED ARM CARRIER WHEELCHAIR BATHROOM SINK WITH 11-1/2" CENTER FAUCET HOLES KOHLER S SEALANT EA. SIDE (TYP
- : (TYP) / H. M. DOOR
AN
N WALL TO BE IN ACCORDANCE N,
~ AN WITH UL-419 1HR. N
N T
7\ DOORTYPE (TYP) 1\ B.(TYP)JAMB DETAIL
U 3/4l| = 1!_0" W 3" - 1|_0n
o
©
DECK DECK
< [ [

—— 2'x2' ACT SYSTEM

— 3 5/8" METAL STUD TO STRUCT.
ABOVE @ 16" O.C.

2'x2' ACT SYSTEM

—— 3 5/8" METAL STUD TO STRUCT.
ABOVE @ 16" O.C.

/| |/
ONE LAYER OF 5/8" TYPE-X GYP. BD. ONE LAYER OF 5/8" TYPE-X GYP. BD.
o / (ROOM SIDE) TO 6" ABOVE CEILING /‘7 (EACH SIDE) TO 6" ABOVE CEILING a
4 [
L
w—
=
" NOTE: 1HR WALL TO BE IN NOTE: 1HR WALL TO BE IN =
ACCORDANCE WITH (UL-419 1HR) ACCORDANCE WITH (UL-419 1HR) o
HATCH IDENTIFIES NEW WALL CONSTRUCTION HATCH IDENTIFIES NEW WALL CONSTRUCTION n
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FINISHNOTES

1. PROVIDE GENERAL 4" MATCHING BULLNOSE TRIM PIECE AT TOP OF ALL CERAMIC TILE WAINSCOT.

2. GROUT "GR1"FOR ALL CT 1

3. GROUT "GR2" FORALL CT 2

4. ALL WALLS TO BE PAINTED P1, UN.O. FLOOR FINISH LEGEND
5. ALL WOOD DOORS TO MATCH EXISTING FACILITY SPECIES, CUT, STAIN & FINISH, UN.O.

6. ALL HORIZONTAL COUNTERTOPS TO BE SS, UN.O.

7. ALL HOLLOW METAL FRAMES TO BE PAINTED TO MATCH EXISTING FACILITY STANDARD. UN.O.

8. ALL APRONS AT LAVATORIES TO BE PL1, UN.O.

9. ALL GYP CEILINGS TO BE PAINTED P2 UN.O.

10. CERAMIC TILE WAINSCOT UP TO 4' 10" AFF. ALL WALLS IN RESTROOMS. PAINT ABOVE. REFERENCE INTERIOR ELEVATIONS.
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ROOM FINISH SCHEDULE
WALL FINISH
ROOM NAME FLOOR BASE NORTH EAST SOUTH WEST CEILING MATERIALS REMARKS
1A120
1E111 cT CTB P1/CT 1 P1/CT2 P1/CT2/GT1 P1/CT2 ETR.
1E112 cT CTB P1/CT 1 P1/CT2 P1/CT2/GT1 P1/CT2 ETR.
1F140 cT CTB P1/CT2/ GT1 P1/CT2 P1/CT2 P1/CT1 ETR.
1F141 cT CTB P1/CT2 P1/CT2 P1/CT2/GT1 P1/CT1 ETR.
2B129 cT CTB P1/CT2 P1/CT1/GT2 P1/CT2 P1/CT2 GYP
2E114 cT CTB P1/CT 2/GT1 P1/CT2 P1/CT2 P1/CT1 ETR. . .
2E115 cT CTB P1/CT 2/GT1 P1/CT1 P1/CT2 P1/C2 ETR. ‘ T e
3B146 cT CTB P1/CT1 P1/CT2 P1/CT2 P1/CT2/GT1 GYP B2 | 5\ N GB2
3B 142 cT CTB P1/CT1/GT 2 P1/CT2 P1/CT2 P1/CT2 ETR. Q )
3E113 cT CTB P1/CT1 P1/CT2 P1/CT2/GT1 P1/CT2 ETR. = N —/ |
3E114 cT CTB P1/CT2 P1/CT2 P1/CT1/GT2 P1/CT2 ETR. el [Hien
4M124 cT CTB P1/CT2 P1/CT2 P1/CT1/GT2 P1/CT2 GYP I
4B150 cT CTB P1/CT2 P1/CT1 P1/CT2/GT1 P1/CT2 GYP GBI 1} GBI
4B152 cT CTB P1/CT2 P1/CT2 P1/CT2 P1/CT1/GT2 GYP L —
4E106 cT CTB P1/CT2 P1/CT2 P1/CT2/GT1 P1/CT1 ETR. PN ]
4E 107 cT CTB P1/CT2 P1/CT1 P1/CT2/GT P1/CT2 ETR T9A1 22? ( 9A1 277
4F103 cT CTB P1/CT2 P1/CT2 P1/CT1/GT2 P1/CT2 GYP \ /
4F104 cT CTB P1/CT2 P1/CT2 P1/CT1/GT2 P1/CT2 GYP S n 2
4F 104 s L Tp_ GBI 1L D[
5B138 cT CTB P1/CT2 P1/CT2 P1/CT2/CT1/GT1 P1/CT2 ETR. C i L
5B139 cT CTB P1/CT1/GT2 P1/CT2 P1/CT2 P1/CT2 ETR. N
~ 5F102 cT CTB P1/CT1/GT2 P1/CT2 P1/CT2 P1/CT2 ETR. "
5F104 cT CTB P1/CT2 P1/CT2 P1/CT1/GT2 P1/GT2 ETR. . U
6B136 cT CTB P1/CT2 P1/CT2 P1/CT1/GT2 P1/CT2 GYP ‘W T W §
7A167 cT CTB P1/CT2 P1/CT2 P1/CT2/GT1 P1/CT1 GYP |||/ PTD3 —— < st
7B146 cT CTB P1/CT2 P1/CT1/GT2 P1/CT2 P1/CT2 GYP
7B147 cT CTB P1/CT2 P1/CT2 P1/CT2 P1/CT1/GT2 GYP SD IR
88140 cT CTB P1/CT1/GT2 P1/CT2 P1/CT2 P1/CT2 ETR. I I
9A121 cT CTB P1/CT1/CT2 P1/CT2 P1/CT2 P1/CT1/GT2 GYP
9A122 cT CTB P1/CT2/CT1 P1/CT1/GT2 P1/CT2 P1/CT2 ETR.
BF121 cT CTB P1/CT1/GT1 P1/CT2 P1/CT2 P1/CT2 ETR. N
BF123 cT CTB P1/CT2 P1/CT2 P1/CT1/GT2 P1/CT2 ETR.
GA135 cT CTB P1/CT2 P1/CT1 P1/CT2 P1/CT2/GT1 GYP TO2A 113 & 9A114 NEW WORK PLAN
GA 134 cT CTB P1/CT2 P1/CT2/GT1 P1/CT2 P1/CT1 GYP 1/4" = 1'-0" U
GB111 cT CTB P1/CT2 P1/CT2 P1/CT2 P1/CT1/GT2 GYP
GB113 cT CTB P1/CT2 P1/CT2/GT1 P1/CT2 P1/CT2 GYP
GF137 cT CTB P1/CT2 P1/CT2/GT1 P1/CT2 P1/CT1 ETR.
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FINISHNOTES
1. PROVIDE GENERAL 4" MATCHING BULLNOSE TRIM PIECE AT TOP OF ALL CERAMIC TILE WAINSCOT.
2. GROUT "GR1" FORALL CT 1
3.GROUT "GR2" FORALL CT 2
4. ALL WALLS TO BE PAINTED P1, UN.O.
5. ALLWOOD DOORS TO MATCH EXISTING FACILITY SPECIES, CUT, STAIN & FINISH, UN.0. O , 2
6. ALL HORIZONTAL COUNTERTOPS TO BE SS, UN.0. /
~ 7. ALL HOLLOW METAL FRAMES TO BE PAINTED TO MATCH EXISTING FACILITY STANDARD. UN.O. o [ =7 —
8. ALL APRONS AT LAVATORIES TO BE PL1, UN.O. m I I 1T GBf
9. ALL GYP CEILINGS TO BE PAINTED P2 UN.O. = =N S i — i i 6B136
10. CERAMIC TILE WAINSCOT UP TO 4' 10" AF F. ALL WALLS IN RESTROOMS. PAINT ABOVE. REFERENCE INTERIOR ELEVATIONS. 1;5 GB2 | Sl fh - ol
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